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SETTING OUT LIGHTING BRIDGES 
ABOVE SECOND FLOOR

REVISION

SCALEISSUE

FOR CONSTRUCTION 1:50 at A1

B

REV A (27.04.2011)  CONFIRM SETTING OUT OF LX & FP 
PANELS, CONFIRM SETTING OUT OF BLUE WORKING 
LIGHTS, MOVE LX301, LX305, LX306, LX308 & WORKING 
LIGHT BUTTONS FROM WALL TO LIGHTING BRIDGE, MOVE 
LOCATION OF ACCESS HATCHES TO LADDERS.  (SM)  
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USE FIGURED DIMENSIONS ONLY. DO NOT SCALE FROM 
THIS DRAWING.  ALL DIMENSIONS IN MM UNLESS NOTED 
OTHERWISE.

ALL DIMENSIONS TO BE VERIFIED ON SITE BEFORE 
PROCEEDING WITH WORK.

GARETH HOSKINS ARCHITECTS [GHA] TO BE NOTIFIED IN 
WRITING OF ANY DISCREPANCIES PRIOR TO ORDERING 
MATERIALS OR COMMENCING WORK.

TO BE READ IN CONJUNCTION WITH ALL OTHER GHA 
DRAWINGS,  SCHEDULES AND SPECIFICATIONS.

ALL DRAWINGS TO BE READ IN CONJUNCTION WITH 
ENGINEER'S DRAWINGS.

REFER TO CONSULTANTS'  DRAWINGS  FOR STRUCTURAL 
AND SERVICES INFORMATION.
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READ THIS DRAWING IN CONJUNCTION WITH 
STRUCTURE ENGINEER'S DRAWINGS OF 
LIGHTING BRIDGES
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LB/A LB/B LB/C LB/D

LB/04

GRIDLINES LB/A, LB/B ETC ARE AT 
CENTRELINES OF SIDE GANTRIES 
STRUCTURE.  
GRIDLINES LB/1, LB/2 ETC ARE AT 
CENTRELINES OF LIGHTING BRIDGES
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LX310 & 308 SET 
OUT FROM 
CORNER OF 
LIGHTING BRIDGE

LX309 SET OUT 
FROM CORNER 
OF LIGHTING 
BRIDGE

CORNERS OF 
LX304 & FP303 
SET OUT FROM 
VERTICAL 
BALUSTER OF 
LIGHTING BRIDGE

CORNERS OF 
LX303 & FP301 
SET OUT FROM 
VERTICAL 
BALUSTER OF 
LIGHTING BRIDGE

CORNER OF LX306 
SET OUT FROM 
VERTICAL 
BALUSTER 
LIGHTING BRIDGE
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EXTRACT SECOND FLOOR PLAN 1:50 - SETTING OUT LIGHTING BRIDGES
LERWICK CINEMA & MUSIC VENUE

SHETLAND ARTS DEVELOPMENT AGENCY

ACCESS HATCH

LG/D LIGHTING BRIDGE GRIDLINE

LX/FP PANELS MOUNTED 
ON LIGHTING BRIDGE 
PANESL APPROX CENTRED 
ON VERTICAL MEMBERS OF 
LIGHTING BRIDGE UNLESS 
OTHER WISE NOTED
MOUNTING HEIGHT TO 
BOTTOM OF PANEL = 
APPROX 300MM ABOVE 
FINISHED BRIDGE FLOOR 
LEVEL

LX302

FP302

B GDS BLUEDOME MOUNTED 
ON VERTICALS OF LIGHTING 
BRIDGE 
MOUNTING HEIGHT: 500MM 
ABOVE FINISHED BRIDGE 
FLOOR LEVEL 

TWIN POWER OUTLET AS 
PER AVC SPECS ADJACENT 
TO FP PANELS

REV B (05.05.2011)  SWAP LOCATIONS OF LX301 & FP300 
(RFI 324 RESPONSE) ADJUST LOCATIONS OF LX305, LX308 
FOLLOWING COMMENT IN MEETING ON 03.05.201, THAT 
PANEL POSITIONS SHOULD BE STAGGERED IN PLAN  (SM)  
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